Ground system installation

a. Preferred method
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6 gauge COPPER WIRE or
(preferred) COPPER STRAP —+
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ZBD“ to ground stud

Locate ground rods
as close to vacuum
tank as possible

6 ft

Bolt connection
to clean metal

COPPER STRAP
Do not use braided wire.

Silver solder ground strap

to ground rods.

Before connecting rods together,
needs 3 ohms (maximum)
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2 inches wide
0.035 to 0.05 inch thick

Consult Airco Temescal

b. Alternative method

Clean and bolt
copper to steel. N

to system
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GROUND ROD
% inch wide x B ft long (minimum)
Copper-ciad steel
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